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Abstract. Nowadays, faced with the ever-increasing depen-
dence on diverse electronic devices and systems, the prolif-
eration of potential electromagnetic interference (EMI) be-
comes a critical threat for reliable operation. A typical is-
sue is the electronics working reliably in power-line net-
works when exposed to electromagnetic environment. In
this paper, we consider a conducted ultra-wideband (UWB)
disturbance, as an example of intentional electromagnetic
interference (IEMI) source, and perform the impact eval-
uation at the loads in a network. With the aid of fast
Fourier transform (FFT), the UWB transient is character-
ized in the frequency domain. Based on a modified Baum–
Liu–Tesche (BLT) method, the EMI received at the loads,
with complex impedance, is computed. Through inverse
FFT (IFFT), we obtain time-domain responses of the loads.
To evaluate the impact on loads, we employ five common,
but important quantifiers, i.e., time-domain peak, total sig-
nal energy, peak signal power, peak time rate of change and
peak time integral of the pulse. Moreover, to perform a com-
prehensive analysis, we also investigate the effects of the
attributes (capacitive, resistive, or inductive) of other loads
connected to the network, the rise time and pulse width of the
UWB transient, and the lengths of power lines. It is seen that,
for the loads distributed in a network, the impact evaluation
of IEMI should be based on the characteristics of the IEMI
source, and the network features, such as load impedances,
layout, and characteristics of cables.

1 Introduction

In modern society, the loads distributed in power-line net-
works are not limited to conventional electrical loads. With
the development of power-line communication, smart grids,

etc., more diverse loads characteristics appear. Modern elec-
tronics, for instance power-line modems and smart meters,
can be directly connected to the power-line network. The
integrated, digital, high-frequency operation trend makes
these electronics more sensitive to electromagnetic (EM) dis-
turbance, and correspondingly increases their vulnerability
when the power-line network is exposed to EM environment
(Meng et al., 2005; Vallbe et al., 2011).

Generally speaking, there are various types of EM signals,
and the intentional electromagnetic interference (IEMI) is
a particular class of high power EM threats to civilian so-
ciety (Giri and Tesche, 2004; Månsson, 2008). The inten-
tional generation of EM energy for terrorist or criminal pur-
poses produces strong disturbance, thus interfering with or
even damaging the critical electronic systems (Radasky et al.,
2004). Nowadays, the increased dependence on diverse elec-
tronic devices and systems, as well as the proliferation of
high power EM sources, emphasize the great importance of
studying the behavior of IEMI and its consequences.

Numerous efforts have been devoted to the investigation of
IEMI and its impact. In Månsson et al. (2009), the IEMI-cube
is proposed for IEMI vulnerability evaluation, which implies
that, it is helpful to have a comprehensive impact evaluation.
The vulnerability of different kinds of systems in engineer-
ing applications, against IEMI, is extensively investigated in
Hoad et al. (2004), Månsson et al. (2008b), Bayram et al.
(2008) and Beek and Leferink (2015).

According to the classification of IEMI source waveforms
presented in Månsson (2008), the ultra-wideband (UWB)
source is a typical high-power electromagnetic (HPEM) sig-
nal, which produces a very fast time-domain transient (how-
ever any waveform could be used in the investigation). Al-
though the energy of the UWB transient is limited due to
the very short duration, the resulting interference may still
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be significant. Many studies regarding the UWB transient
waveform itself and its potential impacts in different scenar-
ios have been widely conducted in recent years, and related
results can, e.g., be found in Camp et al. (2004); Camp and
Garbe (2004) and Månsson et al. (2007, 2008a).

During the past decade, the feasibility of applying the
transmission-line (TL) theory to UWB sources was always
a hot topic that has drawn much attention and been exten-
sively discussed, e.g., in Rachidi and Tkachenko (2008). In
Weber and ter Haseborg (2004), several techniques for mea-
suring the conducted HPEM signals in the TL scenario were
proposed. In Månsson et al. (2008a), the propagation issue
of the UWB transient in low-voltage power network of a
building was discussed, where several measures from the per-
spective of installation, in the light of experimental results,
were suggested to reduce the risk of conducted IEMI. Re-
cent studies regarding IEMI in electrical networks are pre-
sented in Li et al. (2015); Li and Månsson (2016) and Li
and Månsson (2015), where propagation models of EM dis-
turbances were established based on the TL theory and the
Baum–Liu–Tesche (BLT) approach proposed by Baum et al.
(1978); Baum (1995). Generally speaking, the method is ap-
plied in the frequency domain. Recently, the BLT equation
in the time domain is developed and applied to a coaxial ca-
ble (Tesche, 2007). However, it should be noted that, when
applying the time-domain method, there is a huge challenge,
namely, the tractability of computation. More precisely, con-
sidering the complexity, the time-domain analysis presented
in Tesche (2007) only applies to a simple network structure,
while it is not feasible when the network gets more complex,
e.g., with multiple junctions or branches. Due to this fact,
we therefore seek a solution in the frequency domain to deal
with complex networks, rather than in the time domain.

In this paper, we consider a multi-junction power-line net-
work, and the objective of our research is to investigate the
impact by an IEMI source on a targeted load. The load
impedance is complex and a series of impact evaluation
quantifiers are used. Regarding the IEMI source, we in partic-
ular model a conducted UWB transient (Sabath and Mokole,
2014) as a double exponential pulse, where the rise time and
pulse width vary, thereby producing a significant effect on
some of the quantifiers in the time domain. Furthermore, the
factors, such as the structure of the power-line network (e.g.,
length of power line) and the attribute of the loads (complex
impedance) connected to the network, are also taken into
consideration for our investigation.

The rest of the paper is organized as follows. In Sect. 2,
we outline the research methodology, which is followed by
related techniques. Specifically, we describe the computation
method of load responses in complex networks, and the cri-
teria for impact evaluation. In Sect. 3, we give the analyt-
ical model, including the description of the injected UWB
transient and network model, and we also briefly present the
mathematical methods to be used. In Sect. 4, we calculate the
transient response of the observed load, and obtain results in
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Computing Frequency 
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Load Responses
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Impact Evaluation by 
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FFT
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Evaluation Input

Figure 1. Diagram of research methodology.

terms of the five quantifiers. Moreover, we discuss the ef-
fects of different load impedances (resistive, capacitive, or
inductive) connected to the network, different rise times and
pulse widths of the UWB transient, and different lengths of
the power lines. Finally, we conclude the work.

2 Methodology and related techniques

2.1 Methodology

In this work, we consider the impact of a conducted UWB
transient on loads in power-line networks. The UWB tran-
sient is differentially injected into the power line, and trans-
verse electromagnetic (TEM) or quasi-TEM is the main
mode of wave propagation. The methodology of our study,
as outlined in Fig. 1, consists of the following four phases:

1. Regarding the time-domain conducted UWB transient,
we apply the fast Fourier transform (FFT) to convert
the disturbance signal to its corresponding frequency-
domain representation.

2. As IEMI source, the converted disturbance signal is in-
jected into the objective power-line network in the fre-
quency domain. Through computations of the load re-
sponses, the influence, characterized by frequency re-
sponses, can be obtained.
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3. Then, we accordingly employ the inverse FFT (IFFT) to
convert from the outputted frequency responses to the
time-domain load responses.

4. Finally, we evaluate the impact of conducted UWB tran-
sient in the light of achieved time-domain data, accord-
ing to the evaluation criteria of interest.

Clearly, there are two issues playing critical roles during the
evaluation, i.e., computation of frequency responses, and the
impact evaluation criteria. In what follows, we will provide
more related details for above two issues.

2.2 Technical descriptions

2.2.1 Computation of frequency response

To compute the frequency response of loads in networks,
there are mainly two categories of means: (i) commercial
simulators with graphical user interface (here, we have used
the EMEC software (Carlsson et al., 2004)), and (ii) analyt-
ical computations (Baum et al., 1978; Baum, 1995; Anatory
et al., 2009; Shin et al., 2011; Li et al., 2015). Considering
the diversity of power-line networks, we in this study focus
on the method of analytical computations, since the imple-
mentation as well as the adjustment of a broad range of net-
work parameters can often be more easily and flexibly ma-
nipulated, compared with commercial software.

Despite that numerous achievements on the analytical ap-
proach of computing the frequency responses in power-line
networks have been obtained, there are still application limi-
tations when dealing with complex networks in terms of the
topology. To be more precise, in the presence of multiple
junctions, as shown in Fig. 2, the emergence of multi-path
propagation, resulted by the multiple reflections between
junctions, hinders the utilization of those approaches based
on the conventional BLT equation (Baum et al., 1978; Baum,
1995). On the other hand, even though the problem can be
addressed by capturing the global characteristics of the en-
tire power-line network, a very high computational complex-
ity will also be generated when the network topology grows
complex (Anatory et al., 2009; Shin et al., 2011).

In order to deal with various complex networks, and main-
tain low computational complexity, we here applied an ef-
ficient analytical computation method that was proposed in
Li et al. (2015). This is based on modified BLT equations
and implemented in a recursive manner. By this approach,
the entire original network is first decomposed into multiple
equivalent sub-networks, then only the local network infor-
mation is required for iterative calculation and parameter up-
dates (see Sect. 3.2 for description).

2.2.2 Criteria for impact evaluation

To perform the impact evaluation, we use several criteria.
Reference (Taylor and Giri, 1994) proposed five common,

(b)

(c) (d)

(a)

Figure 2. Illustration of power-line networks with multiple junc-
tions.

but important quantifiers (often also called “Norms”), which
differ in nature, for example dielectric breakdown, heating
effects, etc. Following from the metrics introduced in Taylor
and Giri (1994), in our study we use the following five cri-
teria to assess the influence of conducted UWB transient on
loads, here x(t) represents the load voltage:

a. time-domain peak

Q1, sup
0<t<∞

|x(t)|;

b. total signal energy

Q2,
∞∫

0

|x(t)|2dt;

c. peak signal power

Q3, sup
0<t<∞

|x(t)|2;

d. peak time rate of change

Q4, sup
0<t<∞

∣∣∣∣ d
dt
x(t)

∣∣∣∣ ;
e. peak time integral of the pulse

Q5, sup
0<t<∞

t∫
0

x(t)dt.

3 Models and parameters

3.1 Double exponential UWB transient

We consider a double exponential UWB transient as IEMI
source, and the signal is expressed by

a(t)= A0
(
e−αt − e−βt

)
· u(t), (1)
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Table 1. FFT-related values.

Parameter Fmax Fs T NFFT

Value 50 GHz 100 GHz 1× 10−11 s 1024
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Figure 3. The time-domain waveform of the UWB transient, for
A0= 1 kV, α= 109 and β = 1010.

where A0 is the amplitude amplifier, noting that A0=A0(α,
β). α and β relate to the full-width-at-half-maximum
time tfwhm and rise time tr (10 to 90 % of peak), respec-
tively. u(t) is the step function, to ensure a(t)≡ 0, at t < 0.
In this paper, as an example, the time-domain waveform by
Eq. (1), with respect to the parameters A0= 1 kV, α= 109

and β = 1010, is illustrated in Fig. 3, for the following calcu-
lations and analyses.

To enable the subsequent analysis in the frequency do-
main, we apply FFT to capture the features of the UWB
transient in the frequency domain. It is worth noting that,
the pulse is a windowed signal, where the maximum fre-
quency Fmax is infinite, such that the Nyquist–Shannon sam-
pling theorem cannot be applied for the lossless sampling.
To ensure the accuracy, we count Fmax when the frequency-
domain magnitude is below the threshold, i.e., ≤ 1 % of the
maximum, and the sampling frequency Fs needs to satisfy
Fs≥ 2Fmax. Please note that, although the maximum fre-
quency is 50 GHz, according to the spectrum, the energy of
the signal is mostly at less than 1 GHz. Here, we denote the
sampling interval and number of sampling points by T and
NFFT, respectively. With the FFT–related values shown in
Table 1, it can be verified that NFFT= 1024 is able to pro-
vide sufficiently high accuracy to characterize the signal in
the frequency domain.

3.2 Power-line network

In this paper, a specific network consisting of two junctions
and four branches is investigated (see Fig. 4). The UWB tran-
sient is injected into the network from one port, and other
three ports are connected to loads. For simplicity, load 1 and
load 2 are assumed to be resistive, and load 3, with complex
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Figure 4. Example of a power-line network.
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Figure 5. Decomposition of the network shown in Fig. 4.

impedance, varies in both amplitude and phase (of course,
any load arrangement can be made to suit a specific situa-
tion better). Here we assume that Load 3 is time-independent
and not dependent on the amplitude of signal in it. Regard-
ing load 3 (Z3=R3± jX3= |Z3| 6 φ3), the amplitude (i.e.,
|Z3|) and phase (i.e., φ3) were here chosen from 1 to 1000�
and from −π/2 to π/2, respectively. In this paper, we fo-
cus on the response of load 3, which is denoted as the “tar-
geted load”. Moreover, we initially assume that all power
lines have the identical length, i.e., L0=L1=L2=L3=Lc,
and an identical characteristic parameter Zc is applied for all
branches (e.g., same type of cable). Parameters of the net-
work are summarized in Table 2.

We use our introduced method (Li et al., 2015), which
is efficient and derived based on the BLT equation (Baum
et al., 1978; Baum, 1995), to solve the frequency response
of the load in the power-line network. The basic idea of the
method is dividing a multi-junction network into several sin-
gle junction networks, as shown in Fig. 5, and the cutting
(dividing) point is at the second junction, which is connected
with line Lc, L2 and L3. Moreover, we introduce a virtual
branch with zero length to preserve the characteristics of the
single junction network, as shown in Fig. 5b.

For the one-junction network shown in Fig. 5a, the modi-
fied BLT equation is (see Li et al., 2015)

R = (I+P)(I−0P)−1S, (2)

where R= [V0, V1, V2′ ]
T is the voltage vector showing

the responses of the three loads. I is the identity matrix of
size 3. P= diag(ρ0, ρ1, ρ2′ ) is the reflection matrix, where
ρi = (Zi −Zc)/(Zi +Zc), (i= 0, 1) denote reflection coeffi-
cients at the two terminals of line L0 and L1, and ρ2′ is the
corrected reflection coefficient at the second junction, which
is calculated by Eq. (3). The transmission matrix 0 and exci-
tation source vector S are respectively given by
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Table 2. Parameters in the model.

Parameter Value

Z1, Z2 100�
|Z3| 1–1000�
φ3 −π/2−π/2
Zc 50�
Lc, L0, L1, L2, L3 30 m

0 =

 ρ
(0)
1 e−2γL0 T

(1)
1 e−γ (L0+L1) T

(c)
1 e−γ (L0+Lc)

T
(0)

1 e−γ (L0+L1) ρ
(1)
1 e−2γL1 T

(c)
1 e−γ (L1+Lc)

T
(0)

1 e−γ (L0+Lc) T
(1)
1 e−γ (L1+Lc) ρ

(c)
1 e−2γLc

 ,
S =

− 1
2 (Vs−ZcIs)+ ρ

(0)
1 ·

1
2 (Vs+ZcIs)e

−γL0

T
(0)
1 ·

1
2 (Vs+ZcIs)e

−γ (L0+L1)

T
(0)

1 ·
1
2 (Vs+ZcIs)e

−γ (L0+Lc)

 ,
where ρ(j)1 and T (j)1 are the reflection coefficient and trans-
mission coefficient, respectively, for the first junction in
Fig. 5a. The subscript is the index of the junction, and the su-
perscript is the index of the branch, j = 0, 1, c. Vs and Is rep-
resents the voltage source and current source, respectively.
γ denotes the propagation constant.

For a junction with N + 1 branches, the reflection coeffi-
cient ρ(j)1 and transmission coefficient T (j)1 are respectively
given by Månsson et al. (2008a)

ρ(j) =
1−N
1+N

and T (j) = 1+ ρ(j).

Also, to calculate the load responses, we need to correct the
reflection coefficient at the second junction, by using the fol-
lowing equations (see Li et al., 2015)

ρ2′ = T
(c)

2

(
1−

T
(2)

2
A
−
T
(3)

2
B

)−1

− 1, (3)

with

A= 1+
1

ρ2e−2γL2
, B = 1+

1
ρ3e−2γL3

.

Similarly, by using the modified BLT equation described
above, we calculate the voltage responses of the subnetwork
shown in Fig. 5b, and obtain the result for the targeted load.

It is worth noting that the solved voltage vector R is pre-
sented in the frequency domain. Since FFT has been applied
to transfer the UWB transient to the frequency domain, the
time-domain responses of the loads can be obtained via IFFT.

4 Results and analyses

4.1 General results by five quantifiers

With the aforementioned analytical model, the results of
load 3 (i.e., Z3) are obtained, in terms of the five quantifiers.

Figure 6. Calculation results of five quantifiers. (In the form of
|Z3|∠φ3.)

For the polar coordinate expression, Z3= |Z3| 6 φ3, we can
see in Fig. 6 that:

1. Basically, for Fig. 6a to d, they all have same form.
Obvious changes happen in the region of low ampli-
tudes (here |Z3|6 300�). With the amplitude increas-
ing, the rate of change is different at different phases.
From inductive to capacitive, the value first decreases
and then increases at certain amplitude, and the highest
value happens at purely inductive. Particularly, one peak
emerges at dominantly inductive behavior. It implies
that dominantly inductive load, with certain amplitudes,
may suffer the most from conducted UWB transients.
However, in the situation that load 3 mainly exhibits re-
sistive (i.e., φ3≈ 0) or dominantly capacitive features ,
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the impacts of IEMI on these quantifiers do not change
significantly.

2. In Fig. 6e, for all phase values, the quantifier increases
monotonically with the growing amplitude. The in-
crease is, more or less, independent of the phase value.

3. The time-domain peak (Fig. 6a) and peak signal power
(Fig. 6c) have similar behavior. It is due to the fact that
they get linked to each other through a deterministic re-
lation, namely, via the square of the parameter of the
quantifiers.

In addition, we provide another perspective, i.e.,
Z3=R3± jX3, to investigate the results via the five
quantifiers, as shown in Fig. 7. It can be seen that the
maximum values of the first four quantifiers are concentrated
at R3= 0, and X3 6 300�, i.e., load 3 is purely inductive.
For peak time integral of the pulse (Fig. 7e), the results
increase with amplitude, and along the direction of the real
axis, which represents the resistance of load, the gradient
is smaller than other directions. Considering the mapping
R3± jX3= |Z3| 6 φ3, the observations in the polar coor-
dinate expression are in line with what are shown in the
Z3=R3± jX3 format.

Based on the above analysis, we can conclude that, from
the perspective of minimizing the impact of IEMI, it will be
a wise choice to increase the resistive attribute of the tar-
geted load and to decrease the amplitude (|Z3|). Moreover, it
should be noted that the attribute of load (capacitive, resis-
tive, or inductive) is an important factor causing a high peak,
in terms of the first four quantifiers. Also, since some quanti-
fiers are related to each other, the IEMI-induced impacts are
similar (refer to Fig. 6a and c).

4.2 Effect of load impedance

In this subsection, we study the effect of load impedance.
To implement this investigation, we sequentially set load 1,
load 2 or load 3, to be complex (including resistive, capac-
itive, or inductive parts), and fix the other two to be 100�
resistive loads. For the targeted load 3, the overall trends of
the five quantifiers, in the three cases studied here, are sim-
ilar to the results we got in Fig. 6, however, with different
maximum values. Therefore, we mainly focus on the maxi-
mum values that the targeted load may suffer, in each group
of figures (here we have three groups).

The maximum values of the five quantifiers, regarding
load 3, are shown in Fig. 8. We can find that, the values of the
first four quantifiers, when load 3 is complex, are higher in
general, while the value of the last quantifier is constant. That
means, the targeted load, in terms of quantifiers, gets more
affected when the variation of amplitude and phase happens
to itself, rather than to other loads in the network.

Figure 7. Calculation results of five quantifiers. (In the form of
R3± jX3).

4.3 Effect of α and β

Regarding the expression of the double exponential UWB
transient as shown in Eq. (1), the specific IEMI source
is characterized by three important parameters, i.e., A0, α
and β, which are related to rise time tr and pulse length tfwhm.
To investigate the impact of UWB transients, it is necessary
to analyse the effects when UWB pulses (with different rise
times and pulse widths) are applied at the injection port. One
efficient method to investigate this is to investigate the depen-
dency upon the ratio of β/α (Mao and Zhou, 2008; Camp and
Garbe, 2004), which can be implemented by keeping A0 and
α constant and varying β. Change the ratio from 2 to 500,
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Figure 8. The maximum values of the five quantifiers, when chang-
ing the position of the complex load.

and some of the corresponding time-domain waveforms are
shown in Fig. 9.

Regarding the targeted load 3, the overall trends of the five
quantifiers, under different β/α ratios, are still similar to the
results shown in Fig. 6. Thus, we only focus on the maximum
values of the five quantifiers (see Fig. 10). In this group of
curves, generally speaking, the impacts on the five quantifiers
increase, when β/α grows.

Specifically, with the increase of β/α, i.e., the rise time of
the pulse gets shorter, we can observe that, time-domain peak
(blue curve), total signal energy (black curve) and peak time
integral of the pulse (cyan curve) have similar trends, while
peak signal power (red curve) and peak time rate of change
(pink curve) have similar trends. When 2 6β/α6 100, both
of the two groups of curves have a rapid growth rate. When
β/α continues increasing to 500, all of the growth trends
slow down, and the growth rate of the first group becomes
much slower than the latter (even stops increasing).

Therefore (as could be expected), we can conclude that,
for UWB transients, β/α plays an important role in affecting
the quantifiers’ behavior. As the ratio increases, the impact,
that the UWB transient produced, on the targeted load keeps
increasing, although the growth rate decays (not in the same
way).

4.4 Effect of the lengths of power lines

It is revealed in our previous work (Li and Månsson, 2017)
that, the lengths of the power lines affect load responses.
In this subsection, the focus is on the effect from vary-
ing the lengths of the power lines. Here, we take the
scenario in which each line has an identical length, i.e.,
Lc=L0=L1=L2=L3= 30 m, as a reference. First, we in-
vestigate the effect by varying the lengths of power lines
together, i.e., making Lc=L0=L1=L2=L3= 3, 10 or
100 m, and compare the results (given in Fig. 11) with the
result of the reference scenario (see Fig. 6). In each case, as
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Figure 9. Different waveforms of the UWB transients in the time
domain.

10
0

10
1

10
2

10
3

0

5

10

15

20

25

30

35

40

45

50

β/α

N
or

m
al

iz
ed

 v
al

ue
 o

f q
ua

nt
ifi

er
s

 

T ime-domain peak   ×10  [V]2

T otal signal energy   ×10  [J]-5

P eak signal power   ×10  [W]4

P  eak time rate of change  ×10  [V s ]12 -1

P eak time integral of the pulse   ×10  [Vs]-7

Figure 10. The maximum values of the five quantifiers, when
changing the ratio β/α.

shown in Fig. 11, the overall trends of the five quantifiers are
different from the trends we observed in Fig. 6. When the
lengths are 3 m, two peaks emerge at φ3=−π/2 and π/2,
respectively, when considering the first four quantifiers. Tak-
ing the phase φ= 0 as the dividing line, it is evident that for
time-domain peak and peak signal power, the region of peak
in the upper half-plane (φ > 0, corresponding to the inductive
region) is obviously larger than the peak in the capacitive re-
gion (φ > 0), which shows that the inductive targeted load
will suffer more impact, in terms of these two quantifiers.
However, total signal energy and peak time rate of change
behave in the opposite manner. At high amplitudes, the val-
ues of these four quantifiers are much lower than the ones
in Fig. 6. When the lengths are 10 m, the values of quan-
tifiers increase monotonically with the growing amplitude
at each phase, thus having no peaks (in contrast to that for
the case with 3 or 30 m). When the lengths are 100 m, the
overall trends are opposite to what we found in Fig. 6, i.e.,
the peaks emerge at dominantly capacitive behavior and the
highest value happens at purely capacitive impedance.
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Figure 11. Results of five quantifiers, when the lengths of power lines are 3, 10, or 100 m. (In the form of |Z3|∠φ3.)

Table 3. Different cases studied.

Case number Line doubled

1 Reference
2 Lc
3 L0
4 L1
5 L2
6 L3

Next, for the cases to be investigated, we sequentially dou-
ble the length of only one of the lines each time, while the rest
remain to be 30 m, respectively. In this case, we need to in-
vestigate six cases altogether, as given in Table 3. Likewise,
as what we did in Sects. 4.2 and 4.3, we plot the maximum
values of the five quantifiers in Fig. 12, due to the overall
trends of the quantifiers in the studied cases are similar to the
trends shown in Fig. 6. Generally, total signal energy (black
curve) and peak signal power (red curve) in Fig. 12 change
obviously, while other three quantifiers do not. Specifically,
the values of black and red curves decrease at Case 3 and
Case 6, and increase at Case 2, Case 4 and Case 5, which
indicates that increasing only L0 or L3 helps reduce the im-
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Figure 12. The maximum values of the five quantifiers, when
changing the lengths of power lines.

pact of UWB transient on the targeted load, regarding some
quantifiers.

In light of the above, we should notice that, the lengths of
power lines have significant effect on the overall trends of
the five quantifiers while other configurations in the network
remain unchanged. For certain power lines, e.g., L0 or L3,
which is along the propagation path here, the variation of
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length may result in obvious changes in quantifiers’ behavior
(i.e., total signal energy and peak signal power). Therefore,
when deploying a power-line network, it is crucial to take
the lengths of power lines into account, especially for some
critical power lines.

5 Conclusions

In this paper, we study the impact of IEMI on a targeted load,
which is distributed in a specific multi-junction power-line
network. Based on the modified BLT method, the investi-
gation is performed in terms of five quantifiers, i.e., time-
domain peak, total signal energy, peak signal power, peak
time rate of change, and peak time integral of the pulse. This
is done from the following aspects: the attribute of the loads
(i.e., impedance), the rise time and pulse width of the UWB
transient, and the lengths of power lines. The conclusions are
drawn as follows:

1. In terms of the five common distinct evaluation quanti-
fiers, a UWB source has a significant impact on a dom-
inantly inductive or capacitive load. Thus, a targeted
load can be made less vulnerable by increasing its re-
sistive attribute and at the same time decreasing its am-
plitude (|Z3|).

2. For the UWB pulse, the β/α ratio plays an important
role in affecting the quantifiers’ behavior. To be more
precise, when the ratio increases from 2 to 500, the max-
imum values of some of the five quantifiers have a large
growth.

3. It is crucial to take the lengths of power lines into ac-
count, since the length variation of critical power lines
can result in significant changes of some quantifiers’ be-
havior. It is also worth noting that, when the load is in-
ductive (or capacitive), the quantifiers will suffer more
at some length of power line, while they may not at
other lengths.

4. It is important to investigate if the targeted load is sus-
ceptible more to one of five quantifiers than others.
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